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CMP UNDERDRAIN

BITUMINOUS COATED

8" ~ PERFORATED 

FACE

FILL

 PIER (TYP.)

 4'-0" ~ DRILLED

DETAILS

EXTENSION 

SEE BACKWALL 

-NSN-

{ SURVEY

LAYOUT DETAIL

SEE BEARING 

DRAINAGE

ROADWAY

TIE TO

PLAN

W1

49-#8V1 @ 1'-0" (EA. FACE IN BACKWALL)

49-#5S3 @ 1'-0" (IN BACKWALL)

1'-0"

(IN BACKWALL)
6-#5S3 @ 10‚"

BACKWALL)
(EA. FACE IN

6-#8V2 @ 10‚"

(IN BACKWALL)
5-#5S3 @ 1'-0"

BACKWALL)
(EA. FACE IN

5-#8V2 @ 1'-0"
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(EA. FACE IN

2-#8V2 @ 7•"

(IN BACKWALL)
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1'-0"
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#5K3EL. 415.96

(LEVEL)
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 { PIER 3  { PIER 4  { PIER 5 { PIER 1
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 REINF. SP-1 

 SPIRAL

 REINF. SP-2

 SPIRAL

 REINF. SP-2

 SPIRAL

 REINF. SP-2

 SPIRAL

 PIER (TYP.)

 4'-0" ~ DRILLED 

TIP EL. 381.88

MIN. DRILLED PIER

TIP EL. 381.88
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TIP EL. 378.88
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TIP EL. 378.88
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TIP EL. 378.88
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 @ 5'-0" CTS. (TYP.)

 3" HIGH B.B.
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EL. 409.38

(LEVEL)

CONST. JT.

ELEVATION

ALTERNATE ADJACENT BARS
  INVERT ALTERNATE PAIRS OF S1 STIRRUPS.
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6.  

7.  

8.  
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10.  

11.  

12.  

13.  

NOT SHOWN FOR CLARITY

WING WALL REINFORCEMENT 

MATERIAL

1" EXP. JT.

SHEET 1 OF 5

ABUTMENT 1

DJM

06-14

06-14

POINT

THROUGH WORK 

CONTROL LINE 

14.  

 SHEET FOR DETAILS)

 "DECK JOINT DETAILS" 

 4" ~ METAL PIPE (SEE

 4" ~ P.V.C. CONDUIT &

15.  

TJT

SPLICE)

(WITH 6'-10" MIN.

8-#10B1 & 8-#10B2

7"|

1'-0"| 11"|

6"|

S3-26

1'-6" 1'-6"

(TYP.) (TYP.)
PAIRS)

(IN 

6-#5S1

NOTES:

1
1
'-

2
"

SPLICE)

(WITH 9'-7" MIN.

8-#10B3 & 8-#10B4

(TYP.)

82°-23'-57"

DRAWING SHEET 4 OF 4. 

CONCRETE" SPECIAL PROVISION AND GENERAL NOTES ON GENERAL 

FOR DAMPPROOFING, SEE "NS SPECIFICATION FOR CAST-IN-PLACE 

LOCATION OF WATERSTOP TO BE INSTALLED IN THE BACKWALL.

SEE DETAIL "A" ON SHEET TITLED "DECK JOINT DETAILS", FOR 

FOR OTHER NOTES, SEE "FOUNDATION LAYOUT" SHEET.

FOR BEARINGS AND ANCHOR BOLTS, SEE THE "BEARING DETAILS" SHEET.

WILL NOT BE PERMITTED.

SPLICING OF THE LONGITUDINAL BARS IN THE DRILLED PIERS 

WITH 3 FEET OF EXTRA LENGTH.

LONGITUDINAL REINFORCEMENT FOR THE DRILLED PIERS IS DETAILED

THE CONTRACTOR'S ATTENTION IS CALLED TO THE FACT THAT THE 

FOR WING WALL DETAILS, SEE SHEET 4 OF 5.

FOR SECTIONS AND VIEWS, SEE SHEETS 2 OF 5 AND 3 OF 5.

SEE SHEET 3 OF 5 FOR BACKWALL EXTENSION DETAILS.

OF 5 FOR ANCHOR BLOCK OUT DETAIL.

SEE SHEET 5 OF 5 FOR BEARING LAYOUT DETAIL AND SHEET 2 

REINFORCING STEEL.

HOOKS ON BARS MAY BE TURNED AS NECESSARY FOR PLACING

TO CLEAR ANCHOR BOLTS.

STIRRUPS AND "U" BARS IN CAP MAY BE SHIFTED AS NECESSARY 

THE MEMBRANE CURING COMPOUND METHOD SHALL NOT BE USED.

ACCORDANCE WITH THE STANDARD SPECIFICATIONS EXCEPT THAT 

THE TOP SURFACE AREAS OF THE CAP SHALL BE CURED IN 

PROTECTIVE COATING.

BACKWALL SHALL BE PLACED BEFORE APPLYING THE EPOXY 

FOR EPOXY PROTECTIVE COATING, SEE STANDARD SPECIFICATIONS.
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